INSTRUCTIONS

SECONDARY CONNECTIONS
FOR TYPE JVM-95 VT,
CAT. NO. 765X226700

GE! -52487

The following diagrams show connections from tapped secondaries of three Type
JVM-95 voltage transformers, Cat. No. 765X22G700, to the secondary terminal block
in a Type JPM-95 pad-mounted enclosure.
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Fig. 1. Connections for low ratio
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Fig. 2. Connections for high ratio
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